
EST, INC. Water Supply Contractors
INCMANA 46590/219 272-9O50

OWNER

WELL 8 PUMP SERVICE INSPECTION REPORT
City of Columbia City________________________________

C!TY_ Columbia Cjty STATE Indiana

WELL NO

D:A ___ 10"
LOCATION.

.DEPTH__

5' S. of Van Buren C 100' E. of Rolling Hills Avenue

235' TYPE WFI t Tutelar
in-

SCREEN ID J° ___ SCREEN LENGTH P OF SCREEN
TYPE
SCREEN ww

DATE DRILLE:O DATES OF n FAMINE 1952.64.73.77.79.61 _
DATE iMSPPT.Tf-T) 10-12-S-4 PFR^QN TO CONTACT.

CONTACT ( nraTlON Treatment Plant__________

Tony Zickgraf

.PHONE 1-244-5607

! DATE
CRIGINAL

A^TFR LAST
CLtANfNG

A C TER LASTTEST
PRtS^N'T AT
LINE PPESSUP£

1?3~

:°s:
19S5

i 'jy?-

STATIC

28 '

30'

30'

~/b'-

TEST WILL BF. CC".' = u_E T £ THROUGH TOP (

TOT^! PUMP SFTTlNr, ^'6"MOTOR HP 3C

GPM.
200

461

425

Vj.'b

PU^NG

30'

37'

AO'

To1'

PRESSURE

840

85*

SPECIFIC
CAPACITY

100.0

65.8

A 2 . 5

%"}* !! 4,\ .5

Y FLANGE OR
")F CHF^K M^TFR x THRFAf) «II7F

GFAR DRIVT vm T S220/440RPM 1760

JMr MFC __..

RATED CAPACITY

DATE INSTALLED

40? .GPM

.SERIAL NUMBER
237

4 9313 .A'RLINE LENGTH____80_:

T.DHj OPERATIN3 PRESSURE.
1964 __DATES OF fn/FRHAlli 1970,78

IS CHECK VALVE LEAKING' YES
SIZE OF

NO_X_DOES STUFFING BOX HAVE SPRINGSZJSc.PACKINGi/£ l̂

THE FOLLOW:*JG IS TC BE PERFORMED DURING EACH INSPECTION

CHANGE MOTOR 0'- 8 GREASE ___X____ REPACK PUMP__i____GREASE PUMP X____

R^.V METER ^EC~ ^E3_____Ko__________

PSJM- IS PRESENTLY DEVtLOPING_£]_!__ GPM _238J_TDH,CJRV£ CAPACITY 400 GPM 240' THH

ELECTRICAL DATA WITH PUMP IN OPERATION69.7A.75AMPS, 230 VOITS, 3 PHASF
MATERIALS NEEDED TO CLEAN WFU : O*16 6" x •£>" elbow, three hoses to tank and 20'

to w a s t e .

NEED A SMEAL TO RAtSE PUMPZ. No Motor is screened.

NSPECTEO BY. Cr«t P- McL«»pre



OWNER-

PEERLESS-MIDWEST, INC. Vfefer Supply Contractors
51255 BITTERSWEET ROAD/GRANGER, INDIANA 46530/219 272-9050

WELL 8 PUMP SERVICE INSPECTION REPORT
City of Columbia City_______________________________

CITY. Columbia City .STATE Indiana

WELL NO

DiA.

7___ LOCATION 215* S.W. of 16 t 260* S. of Van Buren I Rolling Hills Ave.

30"x20"xl6" pFPTH___217'_____Typ£ WELL Gravel Wall

SCREEN ID 16'

DATE DRILLED.

_SCREEN LENGTH_3_P_1_
1972 DATFS OF CLEANING

D.EPTH _ TO
OP OF SCREEN.

TYPE
JLfi7_'_ SCREEN. ww

DATE INSPECTED_12lill§i__ PERSON TO CONTACT. Tony Zickgraf

i CONTACT LOCATION. Treatment Plant .PHONE 1-244-5607

ORIGINAL
AFTFR IAST

CLEANING
AFT£R LASt

TEST
PRESENT AT
JNE PRESSURE

DATE
1972

1983

1984

STATIC
30'

33 '

32 '

G.PM.
1500

1900

2100

PUMPJNG
LEVEL
45 '

46'

47 '

PRESSURE

36#
31 f

SPECIFIC
CAPACITY

100.0

146,1

140.0

TEST WILL BE COVDLETE THROUGH TOP OF CH£CK___
103'5"

TOTAL PUM? SETT.NG____MOTOR HP 125 GFAR DRIVE

.METER. IZE.
.VOLT S ?30/4603PM 17gQ

PJMP MFK Layne/reerless BowlgFRIAI MUMRFR 71458/EI-17C:fe:p: i«jp LENGTH. 100'

RATED CAPACITY

QilE. INSTALL-LD

2100 s PM 120' _TDH, OPERATING PRESSURE.
1972 .DATES OF DVFRHAHl 1976 ,62.63(r.rtor cr.lv)

IS CHECK VALVE LEAKING ? YES NO^L-DOES STUFFING BOX HAVE SPRINGSLJLpPACKING

THE FOLLOW.NG IS TO BE PERFORMED DURING EACH INSPECTION

CHANGE MOTOR OIL 8 GREASE __JL___ REPACK PUMP___X___ GREASE PUMP

METER Q F Q i - R F D ^° __________

PUMP IS PRESENTLY DEVELOPING __2100 GPM _L18__TDH, CURVE rAPAClTY2100 GPM US' TDH

ELECTRICAL DATA WITH PUMP IN opFRATiQf\P8~los"1ift/ipsl 460 vous. 3
MATERIALS NEEDED TO CLEAN WFt I : Dr°P out 8" spool, one 8" elbov and tvo hoses
to tank, 30' to waste.

NEED A SMEAL TO RAISE PUMP2_
one IQOf pressure gauge._______

No Motor is screened. Used

NSPECTEO BY. Cr«g P.



PEERLESS-MIDWEST, INC. vwer Suppfy Contractors
91295 BITTERSWEET ROAD/GRANGER, INDIANA 46530/219 272-9050

fc FiMP StWYCE 'INSPECTION
O.VNER-

CiTY__

fff Cgl "«*>*• ci
Colurr.biJ CitV ._STATE __..__??£!*«•__.___

560' SW of V.'ell *7, 750' S. of Van Buren St., 165' K. of
WELL MQ 8 LOCATION_Slue River___________ _ _ _ . _ . _ . . . _ . . _ _ _ _ _ _

D!A 24" x 16" DEPTH___I°4 ' . _ _ T Y F E WELL __ Cr*vel_:._ll
,n. DEPTH TO ,.., TYPE

S C S - T E N in 16 SCRrTN LEN'GTH_1° _7CP OF SC=^ E\'_.r :- .SCREEN --:":-•

JLrLlr!__ DATES OF CLEAMNG____ _ . ... _ ._. .. „ . _. . _.. .....! DATE DRILLEO_

i DATE. l\'SPECTED_illIlll_____ PERSON TO CONTACT ~c-.-.y ZicV=-raf ___

CC\TACT I OCATinM Tr-atr.snt Plant_________ _____ PH^MF 1-244-5607

C= ~ ' V A L
AJ;!5-A^T
A - T £ R " LAST

T E S T

:^E

i9£:

S'ATiC
: = '

26 '

GPM

2100

1565

Lt v'lL

110'

65 '

PRESSURE

12#

CA-j';;T"Y

25.6

26.5

:E PRESSURE | 19S3 25 ' 1560 83 12*___| 26.3

T E S T WILL BE CCV.PtETE THRC*>
! 165'6"
! T C ~ A L PJV.P SETTi»jG___v;~(

—. i «2 « '^f; P r c T l C E S- w. •. >•. o ——————:——:___________

TOP OF CHECK
FLAN'G^ OR

.__V£T£R__X____THREAD SiZE___
Ves __ vCLT S 2 30/4f O^p^ 12j;?,l_75 0

A =_:•„•£ LENGTH.

, OPERAT.N3 P R £ 5 S _

A'E !\'5TALLED_____11Z1___DATES OF OVEn-iA'JL

• S CHECK VALVE LEAK \G ? YES __ NO _X DOES STLFF IMG 5CX HAVE

THE FOLLOWING IS TO SE PERFCRVED CUP.i\G EACH r.S-ECTC

MOTOR OIL B GREASE

T R R -

REPACK PL-'MP .C-REASE PUV.P_

^V? IS PRESENTLY D£vELC-."JG__l£i2_ GPV Ai^l_TDH ,c[p".i" CAPACITY.

ELECTRtCAL DATA W:TH PJ\'? IN OPERATION 66-68-7ft.v="; ~60_ v/n. TC. 3

MATERIALS NEEDED TO CLEAK WELL:____________________.

N'EED A SMEAL TO RAISE PiUPZ_____K£_________
pump has a gear drive vhich takes five gallons of oil.

Mctor is screened. This

KSPECTED BY Toay J. »c««



Box 3670
South Bwd, II 46619

L
WAYNE WASTE OIL

DIVISION OF - ?V
WAYNE RECLAMATION AND RECVCUNQ INC.

BOX 467 — DANIEL DRIVE CXXJUMBIA CITY. Ht

S-22-83 Pmp T&ok

TH KAMDUMC


